











SEWER SEWER

PIPE NO. INFO STRUCTURE NO. STATION COMMENTS
212A STA. 28+23, R, TO 28+21, R PS- | o DIA. SEWER PUMP STATION,
NEW 4" X 14.3", PVC SDR35 28+20.8, R 36" X 36" ALUMINUM ACCESS HATCH
INV IN 356.83, INV OUT 356. 31 RIM 361.44" , OFFSET 29. 31’
212A INV IN = 356.3]I
212 STA. 28+21, R, TO 26+76, R 212 INV OUT = 356.50

NEW I-1/2" X 374.5" , PVC SDR2I
INV IN 356.50, INV OUT 374.70
*LENGTH EXTENDS TO OTHER SHEETS

@ (159
\\\\\\A | <::>

>

(==

PRINTERS /ALLEY

STATE ROW X}‘“‘““‘EE;:=====$ S S - — e
o o ——9] O O O @] — - > - ~ — ~ ~ - - - J L Q O—0 O ] +
o o) (@) 0] - T RATLWAY = ~ - @) O —
: L . Wi = | - - , —
Nm——n——u=—0= > | | <
P | \ ! i _ _ _ §J+00U _ . (} _ _ 39400 | iin =
5 ?q‘.[')ﬂ_ - = — - = = : — = ) O O O—0 @) Y — ™ - %?"'OO I.zl.l
w S — 20 o= . = = = O g —~
.z-i : = .g.g =S &]K“* | /Am A —4 A\ o = — \QI-:
S STATE ROW, _© 2 R — | -
Z| 1o SALISBURY =
s PS- | A
\ ,
‘*;3 O ) S32
o\“g 7
)~
LS
/
/
SEWER NOTES WATER NOTES:
S31. CONNECT TO EXISTING 4" GRAVITY SEWER PIPE WITH NEW W30. CONNECT TO EXISTING 8" WATERLINE WITH NEW 8" GATE VALVE
4" PVC SDR35 PIPE USING 45 DEGREE BENDS WITH AND FITTINGS AS NECESSARY
CLEANOUT.
W31. 18"X39’° ASTM A53 GRADE B STEEL SLEEVE WITH 8" DI CL 52
532. NEW SEWER PUMP STATION. (POLYWRAPPED) CARRIER PIPE INSTALLED VIA OPEN TRENCH. LEGEND
S33. I-1/2" PVC SDR 21 SEWER FORCE MAIN (TYP). = SEWER NOTES
W32. REMOVE EXISTING HYDRANT AND HYDRANT VALVE. FURNISH
S34. EXISTING SEPTIC TANK TO BE DECOMMISSIONED. HYDRANT TO TOWN.
CONTRACTOR SHALL COORDINATE BYPASS PUMPING, AS = WATER NOTES
E%EEE?#TESOR PROVIDE TEMPORARY WASTEWATER W33. NEW HYDRANT ASSEMBLY WITH 6" GATE VALVE AND VALVE BOX.
‘ HYDRANT SHALL BE MUELLER SUPER CENTURION 250. HYDRANT
S35. EXISTING SEWER PIPE TO BE ABANDONED. PIPE SHALL BE SHALL BE YELLOW, AND NON-DRAINING.
CUT AND CAPPED WHERE DISTURBED DURING CONSTRUCT ION.
(TYP) W34. EXISTING 8" MAIN TO BE REMOVED FROM CROSS ING. PROJECT NaMe:  MIDDLEBURY
PROJECT NUMBER: WCRS(23)
SCALE 1" = 20’ -0" o FILE NAME: z13g542bdr _nul_util.dgn PLOT DATE: 4/30/20I9
20 0 20 —s' PROJECT LEADER: A.P. GUYETTE DRAWN BY: M.F. SUFFEL
v DESIGNED BY:  J.M. DUFFY CHECKED BY: R.E. MARVIN
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MATCHLINE STA.33+75

SEWER

PIPE NO. INFO SEWER NOTES
213 STA. 36+49, L, TO 36+92, L S36. EXISTING SEWER SERVICE ELEVATION UNKNOWN. MAINTAIN
NEW 6" X 31.2", PVC SDR 35 LINEAR SLOPE BETWEEN EXISTING SERVICE ENDS AND
INV IN MATCH EXISTING, INV OUT MATCH EXISTING CONNECT TO EXISTING SEWER SERVICE WITH CLEAN-OUT

214

AND F ITTINGS.
STA. 37+42, R, TO 37+44, L

NEW 24" X 54.7°, DI CL 350 POLYWRAPPED S37. EXISTING 24" SEWER LINE TO BE REMOVED AND REPLACED V7\$>
INV IN 348.90, INV OUT 348.00 WITH NEW SEWER LINE. PROPOSED 24" DI CL 350 42510
(POLYWRAPPED) SEWER PIPE TO BE CONNECTED TO EXISTING ‘4M€<?
SEWER MANHOLES ON BOTH ENDS IN EXISTING PIPE 1D .23
PENETRAT IONS.
S38. ADJUST RIM OF SMH TO PROPOSED GRADE, AS NECESSARY. /
S$S39. EXISTING SEWERL INE SHALL BE CUT AND CAPPED WHERE
ENCOUNTERED DURING CONSTRUCT ION.
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LEGEND
WATER NOTES: = SEWER NOTES
W35. CUT AND CAP EXISTING WATERL INE WHERE ENCOUNTERED DURING CONSTRUCTION (TYP.)
W36. EXISTING WATER SERVICE TO BE REMOVED WHERE LOCATED WITHIN THE RAILROAD TRACKS ‘Ib = WATER NOTES
AND PROPERLY DISPOSED.
W37. NEW 3/4" SEAMLESS COPPER WATER TUBE FROM NEW 3/4" CORPORATION STOP AT MAIN,
THROUGH THE BUILDING'S FOUNDATION WALL. CONTRACTOR SHALL COORDINATE WITH
PROPERTY OWNER ON THE EXACT LOCATION OF THE NEW FOUNDATION PENETRATION.
COORD INATE F INAL CONNECTION WITH LICENSED PLUMBER. PROVIDE INSULATION BOARD
BETWEEN WATERL INE AND STORM PIPE AT CROSSING AND WHERE WATER SERVICE IS
INSTALLED ALONG STORM PIPELINE. DO NOT DISTURB EXISTING BUILDING UNDERDRAINS. PROJECT NAME: MIDDLEBURY
W38. NEW 3/4" EXTENSION SERVICE BOX AND CURB STOP. PROJECT NUMBER: WCRS(23)
W39. CONTRACTOR SHALL EXCAVATE BACK TO EXISTING WATERMAIN, PULL THE CORPORATION SCALE I = 20" -0" o FILE NAME: zI3g542bdr _nul_util.dgn PLOT DATE: 4/30/20I9
STOP AND INSTALL A ¥ " CC THREAD, LOW LEAD BRASS PLUG. REMOVAL OF THE 20 0 20 =% PROJECT LEADER: A.P. GUYETTE DRAWN BY: M.F. SUFFEL
CORPORATION STOP AND INSTALLATION OF THE NEW PLUG WILL BE PAID FOR UNDER ITEM \, DESIGNED BY: J.M. DUFFY CHECKED BY: R.E. MARVIN

629.42, "TRANSFER TO NEW SYSTEM, WATER SYSTEM”
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MATCHLINE STA. 39+50

T0

STATE ROW

SAL ISBURY

TO NEW HAVEN

LEGEND

SEWER NOTES

WATER NOTES

PROJECT NAME:
PROJECT NUMBER:

MIDDLEBURY
WCRS(23)

20" -0" FILE NAME: z13g542bdr _nul_util.dgn
PROJECT LEADER: A.P. GUYETTE
DESIGNED BY:
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4 PROJECT NAME: MIDDLEBURY
PROJECT NUMBER: WCRS(23)
o FILE NAME: z13g542bdr _nul_drain.dgn PLOT DATE: 4/30/2019

— 1)) PROJECT LEADER: A.P. GUYETTE
v DESIGNED BY:  J.M. DUFFY
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DRA INAGE

DRA INAGE
STRUCTURE NO.  STATION COMMENTS PIPE NO. INFO
S~—— CB-20] 8 DIA. CATCH BASIN, TYPE "D" GRATE 100 STA. 15+24, R, TO 15+34, L
2 4 15+23.6, R RIM 346.19', OFFSET 23. I" NEW 42" X 93.7', DI CL 350 POLYWRAPPED
I0IA  INV IN = 343.45 INV IN 341.40, INV OUT 340.00
VT STATE PLANE GRID 101 INV IN = 341.50
100 INV OUT = 341.40 101 A NEW 18" X 2.0° MINIMUM, PVC SDR35
CB- 207 6+49.5. 7 4 DIA. CATCH BASIN, TYPE "D" GRATE INV IN MATCH EXISTING, INV OUT 343.45
RIM 345.21", OFFSET 23.5° 101 STA. 16+50, R, TO 15+24, R
102 INVIN = 341.85 NEW 24" X 127.2", CPEP (SL)
101 INV OUT = 341.75 INV IN 341,75, INV OUT 341.50
HW- | 15+34.4, L  CONCRETE RECTANGULAR HEADWALL
RIM 344. 10
OFFSET 69. 9’

100 INV IN = 340.00

STONE FILL, TYPE II

STONE FILL,
TYPE |
EXISTING FIBER OPTIC NORTH OF | STONE FILL,
UNDERGROUND CROSSING TO BE N TYPE I
DECOMMISSIONED PRIOR TO \
CONSTRUCT I ON 0T 7e
R Cp
‘1/\55/(
DITCH FLOW SOUTH TQ_NORTH
GRADE DITCH TO CB AT STA. 19+75

_ STONE FiLL,
STATE ROM TYP STA [11+00 19+75 TYPE 1|
70 NEW WAVEN
TO SA 2
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+ 2

= =4
5 o
a [T ]
w IJRIRARIY B4
z G FE
z AL
2 2
Et ® ke

STATE Row T B

®
—] i °
DITCH FLOW SOUTH TO NORTH

GRADE DITCH TO CB AT STA. [5+24

STONE FILL,
TYP STA [1+00 - 15+24 TYPE 11
CB-20 |
=
101A &
<
D4 = CB-202
= S
Q
Q-
> ~
[3 = Ly
DRAINAGE NOTES: 2 & DITCH FLOW SOUTH TO NORTH
I GRADE DITCH TO CB AT STA.
16+50
DI. INSTALL INSULATION BOARD BETWEEN PROPOSED SEWER PIPE AND & LEGEND TYP STA 15+24 - 16+50
PROPOSED DRAINAGE STRUCTURE. S
S = DRAINAGE NOTES
D2. REMOVE AND PROPERLY DISPOSE OF ALL EXISTING DRAIN LINES AND
DRAIN INFRASTRUCTURE. (TYP.)
D3. CONCRETE HEADWALL WITH 42" OQUTLET AND FLAPPER VALVE. /

D4. CONNECT TO EXISTING STORM PIPE WITH FITTINGS, AS NECESSARY.

| PROJECT NAME: MIDDLEBURY
PROJECT NUMBER: WCRS(23)

SCALE 1" = 20’ -0" v‘,..’o FILE NAME: zI3g542bdr _nul_drain.dgn PLOT DATE: 4/30/20I9
20 0 >0 — 1 hb PROJECT LEADER: A.P. GUYETTE DRAWN BY: M.F. SUFFEL
v DESIGNED BY: J.M. DUFFY CHECKED BY: R.E. MARVIN
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DRA INAGE

INFO

DRA INAGE
STRUCTURE NO. STATION COMMENTS PIPE NO.
vr
4' DIA. CATCH BASIN, TYPE D" GRATE 102 STA, 18+50, R, TO 16+50, R 574D€/%4W
CB-203 18+50.0, R RIM 349.58" . OFFSET 21. 0 NEW 24" X 201.7', CPEP (SL) £ 6ryp z
103 INV IN = 345. 10 INV IN 345.00, INV OUT 341.85
102 INV OUT = 345.00 103 STA. 19+90, R, TO 18+50, R
CB-204 19+89.8. R 4" DIA. CATCH BASIN, TYPE "D" GRATE NEw 24" X 140. 7" , CPEP (SL)
* RIM 350.80’ , OFFSET 20. 7’ INV IN 347.00, INV OUT 345. 10
103 INV-OUT = 347. 00 104 STA. 19+75, L, TO 19+89, L
CB-204A 19+75. 1, L 4’ DIA. CATCH BASIN, TYPE "D'" GRATE NEW 18" X 31.2", CPEP (SL)
RIM 342,18, OFFSET 10.5" INV IN 339.50, INV OUT 339.42
104 INV OUT = 339.50
HW-2 19+88.6, L  CONCRETE RECTANGULAR HEADWALL
RIM 341.95", OFFSET 38. 7'
104 INV IN = 339.42
~10 SALISBURY ~ DITCH FLOWS FROM SOUTH TO NORTH
GRADE DITCH TO CB AT STA 19+75
TYP STA 11+00 TO 19+75
D5
OTTER CREEK N\ CB 204A
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DITCH FLOWS FROM NORTH TO SOUTH DIO
GRADE DITCH TO CB AT STA 16+50
CB-202 TYP STA 16+50 TO 19+90
CB-204
D9
DITCH FLOWS FROM NORTH TO SOUTH—
DRAINAGE NOTES: GRADE DITCH TO CB AT STA 19+90
TYP STA 19490 TO 23+23
D5. EXISTING STORM PIPE TO BE REMOVED AND PROPERLY DISPOSED (TYP.).
De. CONCRETE HEADWALL WITH 18" OUTLET AND FLAPPER VALVE
D7. SPECIAL PROVISION (PERFORATED PVC PIPE ((12") (TYP.)
D8. EXISTING STRUCTURE TO BE REMOVED AND PROPERLY DISPOSED.
LEGEND
D9. UNDERDRAIN FLUSHING BASIN
= DRAINAGE NOTES
DIO. CONNECT TWO EXISTING FOUNDATION DRAINS TO ONE NEW 4" PVC SDR
35 PIPE AND REROUTE AROUND PROPOSED RETAINING WALL. DAYLIGHT
PIPE IN SIDE SLOPE ADJACENT TO DITCH. MAINTAIN MINIMUM PIPE
SLOPE OF 17%.
PROJECT NAME: MIDDLEBURY
DII. DITCH SHALL BE A STONE L INED SWALE (TYP.) PROJECT NUMBER: WCRS(23)
SCALE I = 20’ -0" o FILE NAME: z13g542bdr _nul_drain.dgn PLOT DATE: 4/30/20I9
20 0 o0 =% PROJECT LEADER: A.P. GUYETTE DRAWN BY: M.F. SUFFEL
v DESIGNED BY:  J.M. DUFFY CHECKED BY: R.E. MARVIN
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